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𝑃𝑟𝑜𝑡𝑜𝑟 𝑔𝑖𝑟𝑖ş = 3𝐼2
2
𝑅2
𝑠
= 𝑃𝑟𝑜𝑡.𝑐𝑢 + 𝑃𝑚𝑒𝑐ℎ

𝑃𝑟𝑜𝑡𝑜𝑟 𝑔𝑖𝑟𝑖ş = 3𝐼2
2𝑅2 + 3𝐼2

2
𝑅2(1 − 𝑠)

𝑠

𝑃𝑟𝑜𝑡𝑜𝑟 𝑔𝑖𝑟𝑖ş =
𝑃𝑟𝑜𝑡.𝑐𝑢
𝑠

𝑃𝑟𝑜𝑡𝑜𝑟 𝑔𝑖𝑟𝑖ş 1 − 𝑠 = 𝑃𝑚𝑒𝑐ℎ

𝑃𝑚𝑒𝑐ℎ =
𝑃𝑟𝑜𝑡.𝑐𝑢(1 − 𝑠)

𝑠













IEEE-recommended equivalent circuit
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% kayma s=0s=1 s<0s>1




































































